PPED-12-M001_e01r00 - CERTIFICATO_FIRESAFE

@ 09,01/2007

Italia

Scegli la certezza.
Aggiungi valore.

FIRE SAFE TEST CERTIFICATE
FLOATING BALL VALVE SPLIT BODY
Size: ;
Class: %50 LBS
Drawing: Y_1442

CERTIFICATE NUMBER: FS-063579-024

CLIENT: OMAL S.p.A.
ADDRESS: Via Ponte Nuovo, 11
25050 Rodengo Saiano (BS) Italy

REPORT NUMBER: 1180

SCOPE OF REPORT: Fire Safe test carried out according to:
ANSI/AP| Standard 607 June 2005 Fifth Edition
Identical to 1ISO 10497-2010

For further details of test arrangements and test results , see REPORT OF
FIRE TEST No. 1180 herewith attached and duly endorsed
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FIRE SAFE TECHNICAL REPORT

FIRE SAFE CERTIFICATE N*:

FS-063579-024

CLIENT DOSSIER N°: 1180
CLIENT: OMAL S.p.A.
ADDRESS: Via Ponte Nuovo, 11

25050 Rodengo Saiano (BS) Italy

QUALIFIED VALVE

VALVE SIZE:

VALVE RATING CLASS:
DRAWING N*:

VALVE TIPE:

9
150 LBS

Y_1442

FLOATING BALL VALVE SPLIT BODY

For further details of test arrangements and test results , see REPORT OF
FIRE TEST No. 1180 herewith attached and duly endorsed

RANGE AND TYPE OF
VALVES COVERED:

DN 50 and below; 65; 80; 100
PN 10;16;25;40

Size 2”7and below; 2", ; 3”; 4"
Class #150; 300

THE ABOVE MENTIONED VALVE SUCCESSFULLY PASSED THE FIRE SAFE IN

ACCORDANCE TO:

ANSI/API| Standard 607 June 2005 Fifth Edition
Identical to ISO 10497-2010

NOTES:

LOCATION AND DATE OF
TEST CARRIED OUT:

OMAL; 09/09/2010
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